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Site Plan 
 
 
 
 

 

 

Source: 
 
 
 
 
 
 
 
 
 
The north arrow indicator is an approximation 
of 0° North. 

Project Number: 

98515.11R-003.268 

 Project Name: 

Hillside Elementary School 

On-Site Date: 

September 6, 2011 

 

Front of Entrance 
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Date: 9/6/11 Time: 9 AM 

Project Number: 98515.11R-003.268 Recorded by: Abdul Basit, Field Observer/Project 

Manager 

Project Name: Hillside Elementary School 

 

 

Communication with: Mr. Chip Laffy 

of: Town of Needham 

Phone:   781 455 0442 x 273 

 

Communication via: 

 Telephone Conversation 

X Discussions During Site Assessment 

 Office Visitation/Meeting at:   

 Other:   

 

RE:   

 

 

Summary of Communication:  Discussions of lighting and HVAC systems 
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Glossary of Terms and Acronyms 

 

ECM – Energy Conservation Measures are projects recommended to reduce energy consumption.  These can 

be No/Low cost items implemented as part of routine maintenance or Capital Cost items to be implemented 

as a capital improvement project. 

Initial Investment – The estimated cost of implementing an ECM project.  Estimates typically are based on 

R.S.  Means Construction cost data and Industry Standards. 

Annual Energy Savings – The reduction in energy consumption attributable to the implementation of a 

particular ECM.  These savings values do not include the interactive effects of other ECMs. 

Cost Savings – The expected reduction in utility or energy costs achieved through the corresponding 

reduction in energy consumption by implementation of an ECM. 

Simple Payback Period –The number of years required for the cumulative value of energy or water cost 

savings less future non-fuel or non-water costs to equal the investment costs of the building energy or water 

system, without consideration of discount rates. 

EUL – Expected Useful Life is the estimated lifespan of a typical piece of equipment based on industry 

accepted standards. 

RUL – Remaining Useful Life is the EUL minus the effective age of the equipment and reflects the estimated 

number of operating years remaining for the item. 

SIR - The savings-to-investment ratio is the ratio of the present value savings to the present value costs of an 

energy or water conservation measure.  The numerator of the ratio is the present value of net savings in 

energy or water and non-fuel or non-water operation and maintenance costs attributable to the proposed 

energy or water conservation measure.  The denominator of the ratio is the present value of the net increase 

in investment and replacement costs less salvage value attributable to the proposed energy or water 

conservation measure.  It is recommended that energy-efficiency recommendations be based on a calculated 

SIR, with larger SIRs receiving a higher priority.  A project typically is recommended only if the SIR is greater 

than or equal to 1.0, unless other factors outweigh the financial benefit. 

Life Cycle Cost - The sum of the present values of (a) Investment costs, less salvage values at the end of the 

study period; (b) Non-fuel operation and maintenance costs:  (c) Replacement costs less salvage costs of 

replaced building systems; and (d) Energy and/or water costs. 

Life Cycle Savings – The sum of the estimated annual cost savings over the EUL of the recommended ECM, 

expressed in present value dollars. 

Building Site Energy Use Intensity - The sum of the total site energy use in thousand of Btu per unit of gross 

building area.  Site energy accounts for all energy consumed at the building location only not the energy 

consumed during generation and transmission of the energy to the site. 

Building Source Energy Use Intensity – The sum of the total source energy use in thousand of Btu per unit of 

gross building area.  Source energy is the energy consumed during generation and transmission in supplying 

the energy to your site.   

Building Cost Intensity - This metric is the sum of all energy use costs in dollars per unit of gross building 

area. 

Greenhouse Gas Emissions - Although there are numerous gases that are classified as contributors to the total 

for Greenhouse Emissions, the scope of this energy audit focuses on carbon dioxide (CO2).  Carbon dioxide 

enters the atmosphere through the burning of fossil fuels (oil, natural gas, and coal), solid waste, trees and 

wood products, and also as a result of other chemical reactions (e.g., manufacture of cement).   
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Mechanical Equipment Inventory 

Equipment Manufacture Age Location Model/ Type Capacity Serves Operating 

Hours/Yr 
Remarks 

Steam boilers Weil McLain 1995 Boiler room 1488 31 gph #2 

oil 

Heating for 

building 

2500  

Condensate 

Return Pumps 

Skidmore  Boiler 

Room 

 ½ hp 

estimated 

Condensate 2500 

 

 

Air Handler – 

Gym 

 

Unknown Unk AHU Room Unknown 1/6 hp 

return 

blower 

motor and 

½ hp 

supply 

Gym 2800  

Air Handler - 

Cafeteria 

Unknown Unk AHU room Unknown 1/6 hp 

return 

blower 

motor and 

½ hp 

supply 

Cafeteria 2800  

Window Unit 

type 1 

Electrolux varies Class FAC105P 10,000 

BTUH, 

9 EER 

Classroom 

cooling 

300  

Window Unit 

type 2 

Freidrich varies Class SL28J30A 28,000 

BTUH, 9 

EER 

Classroom 

cooling 

300  

Unit Heater – 

Modular 

Section 

Dayton 1996 Modular 

Hallway 

24YU71 10 kW Modular 

Section Hall

way 

500  

Heat Pump 

RTU – 

Modular 

Unknown 1996 Modular 

Section Ro

of 

Unk Unknown Modular 

Section 

2800 Ladder not 

available 

Refrigerator True  Kitchen  T-49F Kitchen 

refrigerator 

  

Chest Freezer Unknown 1990 Cafeteria  Unk    

Domestic Hot 

Water Heater 

Loch Water 

Heaters 

2011 Boiler 

Room 

72E 1.5 GPH DHW   

DHW 

circulation 

Pump 

Taco 2011 Boiler 

Room 

 1/25 hp DHW 

circulation 

  

Air Vent 

Actuator 

T.A.C. 2010 Air Vent MS51-7103     
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Fixture Code Legend and Notes
Sample Linear Fluorescent Fixture Code

CONFIGURATION (letter)                FIXTURE TYPE NUMBER OF LAMPS
NUMBER OF LAMPS      Compact Fluorescent, 1 Lamp Fixture

CONFIGURATION (number)                   Quad Tube
FIXTURE TYPE 4 Lamps on this Ballast

Fluorescent CFL18/1‐L
F41T8M

LAMP LENGTH NATIONAL LAMP WATTAGE BALLAST TYPE
4 Feet 18W Electronic Ballast

LAMP TYPE BALLAST TYPE
Instant start, T8 Magnetic Ballast

Code Explanations
   Fixture Type
CF Compact Fluorescent
CFD Compact Fluorescent, double-D shape
CFS Compact Fluorescent, Spiral
CFT Compact Fluorescent, Twin tube

(including "Biaxial" fixtures)
CFQ Compact Fluorescent, Quad tube
ECF Exit sign, Compact Fluorescent
EI Exit sign, Incandescent
ELED Exit sign, LED
F Fluorescent, linear Ballast Type
FC Fluorescent, Circline    for fluorescent fixtures
FU Fluorescent, U-tube E Electronic
H Halogen M Standard magnetic
HLV Halogen, Low Voltage
HPS High Pressure Sodium
I Incandescent Configuration (letter)
LED Light Emitting Diode (LED) traffic signal T Tandem wired fixture
MH Metal Halide DL Delamped fixture, i.e. some lamps
MHPS Metal Halide, Pulse Start permanently removed but ballasts

Sample of Other Fixture Code:

MHPS Metal Halide, Pulse Start permanently removed but ballasts
MV Mercury Vapor remain
QL Induction

Configuration (number)
Lamp Type    for delamped fixtures
   for fluorescent fixtures Number signifies the total number of ballasts
A "F25T12" - 25 watt, 4ft, T12 lamp in the fixture: e.g. An "F42EEID2" is an
IL or T8 T8, Instant start "F44EE" with two lamps removed so that there
SIL T8, Instant start, Super 30 watt is one extaneous ballast
SSIL or T8N T8, rapid start, Super 28 watt
L T8, rapid start    for tandem wired ballasts
T5 T5, standard Number signifies the total number of lamps
T5HO T5, standard, High output lamp being run by the ballast: e.g. An "F42LLIT4"
T12 T12, Energy efficient would indicate that a four-lamp ballast is
EH T12, Energy efficient, High output lamp wired to run two-lamp fixtures.
EI T12, Energy efficient, Instant start
EV T12, Energy efficient, Very high output    with no preceding letter
T12M T12, Standard magnetic Number indicates the number of ballasts in an
SIL T12, Standard, Instant start ambiguous multiple ballast fixture: e.g. An
HO T12, Standard, High output lamp "F43ILU2" indicates a three-lamp fixture with
SV T12, Standard, Very high output lamp two ballasts (as is often the case if there is A/B
T T10, Standard switching).

Notes:
1) The column labeled Watts/Fixtures in the data table includes ballast loads.
2) The fixture wattage values represent an average value, rounded to the nearest whole watt.



LS Light Switch CF Compact 
Fluorescent I

PS Photosensor F Fluorescent, 
linear LED

TM Timer H Halogen MH

MS Motion/Occup
ancy Sensor HPS High Pressure 

Sodium MV

9/6/2011 Square Footage 
(ft2) EC Emergency 

Control I Incandescent QL 

Line 
Item ECM

Type of ECM 
Code           

(Refer to ECM Code 
Worksheet)

Additional 
ECM Code   
(if applicable) Floor Area Description

Light 
Reading 

(Record if 
ECM) Usage

Existing 
Control

Pre Fixt. 
No.

Pre Fixt Code  
(Refer to Wattable 
Table Worksheet)

Pre Watts / 
Fixt

Pre kW / 
Space

Baseline 
Annual 
Hours

Annual kWh 
Consumed

Integer 
line 

number

(Type 
'ECM' for 
lighting 
retrofit)

ECM CODE 
Worksheet Link

For two ECMs in 
one line item 

Floor 
fixture is 

on

Description of location that 
matches site map Lux   hrs/ week

control device  
(refer to legend 

above)

# of existing 
fixtures TypWattage Table Watts/Fixt from 

Wattage Table
(Pre Watts/Fixt) * 

(Pre Fixt No.)
Existing annual 

hours used

(PreFixt 
#*PreWatts/Fixt * 

Baseline Hrs) 

1          Ground Floor Hallway 40 LS 30 F41T8 31 0.93 2,080 1,934
2          Ground Floor Hallway 40 LS 23 F42T8 59 1.36 2,080 2,823
3          Ground Floor Hallway 40 LS 11 F44T8 112 1.23 2,080 2,563
4          Classroom Lighting 24 MS 14 F44T8 112 1.57 1,248 1,957
5          Classroom Lighting 24 MS 72 F42T8 59 4.25 1,248 5,302
6          ECM PS Classroom Lighting 24 MS 30 F42T8 59 1.77 1,248 2,209
7          Kitchen Lighting 20 MS 9 F42T8 59 0.53 1,040 552
8          ECM RB Incandescent Ltg - various 5 LS 7 I60/1 60 0.42 260 109
9          Cafeteria Lighting 10 MS 64 F41T8 31 1.98 520 1,032

10        Girl's Restroom 10 MS 1 F44T8 112 0.11 520 58
11        Girl's Restroom 10 MS 2 F42T8 59 0.12 520 61
12        Boy's Restroom 10 MS 1 F41T8 31 0.03 520 16
13        Boy's Restroom 10 MS 2 F44T8 112 0.22 520 116
14        Custodian 24 MS 4 F42T8 59 0.24 1,248 295
15        Office 10 MS 5 F42T8 59 0.30 520 153
16        Boiler Room 5 LS 6 F42T8 59 0.35 260 92
17        Air Handling Room 5 MS 3 F42T8 59 0.18 260 46
18        Upper Level Hallway 40 LS 20 F41T8 31 0.62 2,080 1,290
19        Upper Level Hallway 40 LS 7 F42T8 59 0.41 2,080 859
20        Office Lobby Area 30 MS 50 F41T8 31 1.55 1,560 2,418
21        Offices 24 MS 30 F41T8 31 0.93 1,248 1,161
22        Offices 24 MS 8 F41T8 31 0.25 1,248 310
23        Kindergarten 24 MS 45 F41T8 31 1.40 1,248 1,741
24        Kindergarten 24 MS 40 F41T8 31 1.24 1,248 1,548
25        Upper Level Classroom 24 MS 33 F42T8 59 1.95 1,248 2,430
26        Upper Level Classroom 24 MS 36 F41T8 31 1.12 1,248 1,393
27        ECM PS Upper Level Classroom 24 MS 69 F41T8 31 2.14 1,248 2,669
28        Library 24 MS 32 F42T8 59 1.89 1,248 2,356
29        Office 24 MS 6 F41T8 31 0.19 1,248 232
30        ECM RB Gymnasium 15 MS 7 MH400 458 3.21 780 2,501
31        Stage Lighting 10 MS 12 F41T8 31 0.37 520 193
32        Stairwell Lighting 40 LS 2 F42T8 59 0.12 2,080 245

INSTRUCTIONS Coding LegendExisting Control Legend

Abdul Basit

Performance Based

Existing Facilities Program Lighting Form: 

98515.11R-003.268

Facility Name:

Project Number:

Project Manager

PRE-INSTALLATION

Hillside Elementary School

Date: 52726

File:  98515.11R-003.268 lighting2.xlsx
Worksheet:  Lighting Inventory Schedule

Page 1 of 2
Version 1.2

10/12/2011
8:36 AM



Line 
Item ECM

Type of ECM 
Code           

(Refer to ECM Code 
Worksheet)

Additional 
ECM Code   
(if applicable) Floor Area Description

Light 
Reading 

(Record if 
ECM) Usage

Existing 
Control

Pre Fixt. 
No.

Pre Fixt Code  
(Refer to Wattable 
Table Worksheet)

Pre Watts / 
Fixt

Pre kW / 
Space

Baseline 
Annual 
Hours

Annual kWh 
Consumed

Integer 
line 

number

(Type 
'ECM' for 
lighting 
retrofit)

ECM CODE 
Worksheet Link

For two ECMs in 
one line item 

Floor 
fixture is 

on

Description of location that 
matches site map Lux   hrs/ week

control device  
(refer to legend 

above)

# of existing 
fixtures TypWattage Table Watts/Fixt from 

Wattage Table
(Pre Watts/Fixt) * 

(Pre Fixt No.)
Existing annual 

hours used

(PreFixt 
#*PreWatts/Fixt * 

Baseline Hrs) 

PRE-INSTALLATION

33        Stairwell Lighting 40 LS 4 CFL26 33 0.13 2,080 275
34        Exit Lighting 168 EC 12 ELED5/2 10 0.12 8,736 1,048
35        Exterior Lighting 80 PS 11 CFL26 33 0.36 4,160 1,510
36        Exterior Lighting 80 PS 5 CFL13 17 0.09 4,160 354
37        Exterior Lighting 80 PS 5 CFL26 33 0.17 4,160 686
38        ECM RB Exterior Lighting 80 PS 3 MH100 128 0.38 4,160 1,597
39        ECM RB Parking Lighting 80 PS 2 MH200 232 0.46 4,160 1,930

Total Pre Fixt. 723 Total Pre kW 35
kWh 

Consumed 48,064

Light Intensity
0.658

g
Usage 

Intensity
0.91

Watt/ ft2 KWh / ft2

File:  98515.11R-003.268 lighting2.xlsx
Worksheet:  Lighting Inventory Schedule

Page 2 of 2
Version 1.2

10/12/2011
8:36 AM



98515.11R-003.268

Hillside Elementary School

Date: 9/6/2011 Project Manager Abdul Basit

   

Line 
Item ECM

Type of ECM Code     
(Refer to ECM Code 

Worksheet)
Additional ECM Code   

(if applicable) Floor Area Description

Light 
Reading 

(Record if ECM) Usage

Baseline 
Annual 
Hours

Existing 
Control

Pre Fixt. 
No.

Pre Fixt 
Code

Post 
Fixt 
No.

Post Fixt 
Code  (Refer to 

Wattable Table 
Worksheet)

Post 
Watts/ 

Fixt

Proposed 
Weekly 
Hours

Proposed 
Control

kW 
Saved

Annual kWh 
Saved

Integer 
line 

(Type 
'ECM" if ECM CODE Worksheet Link For two ECMs in one line item 

Floor 
fixture is Description of location that 

matches site map

Lux          
(link to light hrs/ week

Existing 
annual hours 
for the usage

Pre-installation 
control device

# of existing 
fixtures

TypWattage 
Table Link

# of 
existing 
fixtures

TypWattage 
Table

Watts/Fixt 
from 

Wattage hrs / wk Post-installation 
control device

 Pre 
kW/Space - 

Post

(PreFixt #*PreWatts/Fixt * 
Baseline Hrs) - 

(PostFixt#*PostWatts/Fixt

Existing Facilities Program Lighting Form: 

Performance Based

POST-INSTALLATION

Project Name:

Facility Name:

PRE-INSTALLATION

LS Light Switch CF Compact 
Fluorescent I Incandescent

PS Photosensor F Fluorescent, 
linear

LED
Light Emitting 

Diode

T Timer H Halogen MH Metal  Halide

MS Motion Sensor HPS High Pressure 
Sodium MV

Mercury 
Vapor

EC Emergency  
Control          I Incandescent QL Induction

Existing Control Legend INSTRUCTIONS Coding Legend

number applied) on matches site map ( g
standards)

for the usage 
group

control device fixtures Table Link fixtures Table Wattage 
Table

control device Post 
kW/Space

(PostFixt# PostWatts/Fixt 
* Proposed Hours)

Ex. RB 10 Men's Room 5 3,000 Light Switch 3 F44T12 3 F42T8 59 Motion Sensor 0.26 765

6          
 ECM  PS - Install Photo Sensor            -    Classroom Lighting                    -               24              1,248  MS               30  F42T8 30  F42T8 59 16.00 0.00 736

8          
 ECM  RB - Replace Bulb            -    Incandescent Ltg - various                    -                 5                 260  LS                 7  I60/1 7  CFL13 17 5.00 0.30 78

27        
 ECM  PS - Install Photo Sensor            -    Upper Level Classroom                    -               24              1,248  MS               69  F41T8 69  F41T8 31 18.00 PS 0.00 667

30        
 ECM  RB - Replace Bulb            -    Gymnasium                    -               15                 780  MS                 7  MH400 7  QL250 258 15.00 MS 1.40 1,092

38        
ECM  RB - Replace Bulb            -    Exterior Lighting                    -               80              4,160  PS                 3  MH100 3  QL70 70 80.00 TM 0.17 724

39        
ECM  RB - Replace Bulb            -    Parking Lighting                    -               80              4,160  PS                 2  MH200 2  QL120 125 80.00 TM 0.21 890

T t l P Fi t 118 118 T t l P t kW 560 00 T t l kW S d 2 09 4 188 03Total Pre Fixt. 118 118 Total Post kW 560.00 Total kW Saved 2.09 4,188.03

File:  98515.11R-003.268 lighting2.xlsx
Worksheet:  Lighting ECMS

Page 1 of 1
Version 1.2

10/12/2011
8:37 AM
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UIC

EAE4

Insert Existing Estimated Air Change Rate/Hr (ACH 1): 1.50 Cubic Feet/Min (CFM 1): 250.00
(Existing Air Changes Per Hour, 3 is very leaky and 0.35 ideal)

Insert Proposed Estimated Air Change Rate/Hr (ACH 2): 1.25 Cubic Feet/Min (CFM 2): 208.33

Estimated Space Volume Under Consideration 10000.00 Cu.Ft Is The Building Cooled? No (Select)

Select Type of Heating Fuel Oil (Select) Select Type of Cooling Fuel (Default)

Estimated Annual Heating Plant Efficiency 80.00 % Estimated Annual Cooling Plant Efficiency 0 EER

 Annual Heating Degree Days(HDD): 5724 Annual Cooling Degree Days(CDD): 992

Estimated Total Annual Input Heating Energy Savings 55 79 Gallons Estimated Total Annual Input Cooling Energy Savings 0 00 kWh

ENTER EXISTING CONDITION

WINTER SUMMER

ELECTRICITY

Property of EMG Corp. All Rights Reserved

Details:  Install weatherstripping on entrance doors

Control External Air Leakage In The Building

Estimated Total Annual Input Heating Energy Savings 55.79 Gallons Estimated Total Annual Input Cooling Energy Savings 0.00 kWh

Cost/Unit of Heating Fuel: Gallons $2.60 $$ Cost/Unit For Electricity $0.19 $$

Estimated Annual Heating Cost Savings 145.01 $$ Estimated Annual Cooling Cost Savings 0.00 $$

Estimated Annual O&M Savings $7.25 Estimated Installation Cost (Including Labor) $500.00

Total Estimated Annual Cost Savings $152.27 Total Cost For Controlling Air Leakage $395

Simple Pay Back Period 2.59 Type of Recommendation

Cost Analysis

No/Low Cost ECM Recommendation

Disclaimer: PREPARED BY EMG. MARCH 2011, INFORMATION CONTAINED IN THIS DOCUMENT IS PRIVILEGED AND CONFIDENTIAL “TRADE SECRET” AND IS THE SOLE PROPERTY OF EMG CORP. THIS MATERIAL 
MUST BE CONSIDERED PRIVELEDGED AND CONFIDENTIAL BY ALL PARTIES PRIVY.



6.00 Qty

1.50 HP

1.119 kW

6000.00 Hr

6714.00 kWh

4000.00 Hr

4476.00 kWh

Details:  Install Timers on Rooftop Exhaust Fans

Install Timers On Rooftop Exhaust Fans

Annual kWh:

No. of Fan Motors:

Total HP of Fans

Total kW:

Existing Annual hours of operation:

New Annual Hours With Timers:

New Annual kWh:

EXISTING CONDITION

PROPOSED CONDITION

Property of EMG Corp. All Rights Reserved

UIC

EAC7A

2280.02 kWh

$0.19 $$

$430 $$

$60.00 $$

Total Cost of Installing Timers $284 $$

0.66 Yrs

Type of Recommendation

Simple Payback:

Annual kWh Savings:

Cost/kWh:

Annual Cost savings:

Disclaimer: PREPARED BY EMG. JUNE 2010, INFORMATION CONTAINED IN THIS DOCUMENT IS PRIVILEGED AND 
CONFIDENTIAL “TRADE SECRET” AND IS THE SOLE PROPERTY OF EMG Corp. THIS MATERIAL MUST BE 
CONSIDERED PRIVELEDGED AND CONFIDENTIAL BY ALL PARTIES PRIVY.

No/Low Cost ECM Recommendation

COST ANALYSIS

Installed cost/timer:



UIC

EAH7

No. of Tanks 1

Type of Heating Fuel Oil (Select) Enter Estimated Surface Area of Tank (Sq.Ft) 40.00 Sq.Ft

Average Ambient Space Temperature Around The ExposedTank (◦F) 78.00 ◦F Average Temperature of Fluid In The Tank (◦F) 160.00 ◦F

Estimated Annual Heating Plant Efficiency (%): 80% Estimated Annual Hours of Operation (Hrs) 3000.00 Hrs

Enter The Existing Net Effective R‐Value of The Tank Insulation 1.00 Sq.Ft deg F.hr/btu Enter The Proposed Net Effective R‐Value of The Tank Insulation 5.00 Sq.Ft deg F.hr/btu

 Annual Conduction Losses From Existing Insulation 9840.00 kBtu/Yr Annual Conduction Losses From Proposed Insulation 1968.00 kBtu/Yr

Property of EMG Corp, All Rights Reserved

ENTER EXISTING CONDITION

EXISTING STATE PROPOSED

ENERGY SAVINGS

Insulate Hot Surfaces And Tanks
Details: Insulate Condensate Tank in Boiler Room

Estimated Energy Savings  7872.00 kBtu Estimated Total Annual Input Heating Energy Savings 9840.00 kBtu

Cost of Heating Fuel/Unit: $2.60 $$ Estimated Total Annual Input Heating Energy Savings 71.05 Gallons

Estimated Cost For Adding Insulation $515 $$ Total Annual Estimated Cost Savings $185 $$

Simple Pay Back Period 2.79 Years Type of Recommendation

COST ANALYSIS

ENERGY SAVINGS

Disclaimer: PREPARED BY EMG. MARCH 2011, INFORMATION CONTAINED IN THIS DOCUMENT IS PRIVILEGED AND CONFIDENTIAL “TRADE SECRET” AND IS THE SOLE PROPERTY OF EMG CORP. THIS MATERIAL MUST 
BE CONSIDERED PRIVELEDGED AND CONFIDENTIAL BY ALL PARTIES PRIVY.

No/Low Cost ECM Recommendation



Step:1 Number of Lamps to Be Replaced  7

Step:2 Current Wattage of Lamp 60.00 watt

Step:3 Proposed Replacement 13.00 watt

Step:4 Total labor Cost For Replacing lamps $12.25
Estimated Rate of $35/hr To Replace 20 Lamps/Hr

Step:5 Estimated Cost Per Lamp (Select) $3.00 $$

Step:6 Total Cost For Retrofit $26.27

Step:7 Estimated Annual  Energy Savings 78.00 kWh

Step:8 Current Electric Tarriff Per kWh $0.19 $$

Step:9 Existing Annual Usage (For O&M Savings) 100 hrs
Proposed Annual Usage Post Retrofit (For O&M Savings) 100 hrs

Estimated Annual O&M Savings $0.53 $$

Step:10 Estimated Annual Cost Savings $15.25

Step:11 Simple Pay back Period 1.72 Yrs

Type of Recommendation

Property of EMG Corp, All Rights Reserved

No/Low Cost ECM Recommendation

UIC

EAL 1A

Replace Incandescent Lamps With CFL's
Details:  Replace Incandescent lamps with CFL's in Storage Areas and 
i h

Disclaimer: PREPARED BY EMG. JUNE 2010, INFORMATION CONTAINED IN THIS DOCUMENT IS PRIVILEGED AND 
CONFIDENTIAL “TRADE SECRET” AND IS THE SOLE PROPERTY OF EMG CORP. THIS MATERIAL MUST BE CONSIDERED 
PRIVELEDGED AND CONFIDENTIAL BY ALL PARTIES PRIVY.



UIC

EAL5

Type of Sensor

Step: 1 Total Number of Sensors 14

Step: 2 Purchase Cost/Lighting Control Sensors $15

Step: 3 Installation Cost /Sensor $65

Step:4 Total Installation Costs $884.80

Step:5 Total Energy Savings 1404 kWh

Step:6 Electric Tariff Rate $0.19 $

Step:7 Total Cost Savings $264.99

Step:8 Simple Pay Back Period 3.34 Years

Type of Recommendation

Internal Photosensors

Property of EMG Corp. All Rights Reserved

Disclaimer: PREPARED BY EMG. JUNE 2010, INFORMATION CONTAINED IN THIS DOCUMENT IS PRIVILEGED AND 
CONFIDENTIAL “TRADE SECRET” AND IS THE SOLE PROPERTY OF EMG CORP. THIS MATERIAL MUST BE 
CONSIDERED PRIVELEDGED AND CONFIDENTIAL BY ALL PARTIES PRIVY.

No/Low Cost ECM Recommendation

Install Automatic Lighting Controls  g g
Windows



Property of EMG Corp, All Rights Reserved

Step:1 Number of 60-100W HID  Lamps Replaced by 40W Induction 0

Number of 100-150W HID  Lamps Replaced by 70W Induction 3

Number of 150-200W HID  Lamps Replaced by 85W Induction 2

Number of 200-250W HID Lamps Replaced by 120W Induction 0

Number of 250-300W HID Lamps Replaced by 165W Induction 0

Number of 300-400W  HID Lamps Replaced by 250W Induction 0

Number of 1000W HID Lamps Replaced by (2)300W Induction Lamps 0

Step:2 $0

Step:3 $1,110

Step:4 $770

Step:5 $0

Step:6 $0

Step:7 $0

Step:8 $0

Step:9 Total Cost For Retrofit $1,485

Step:10 Estimated Annual  Energy Savings 1614.00 kwh

Step:11 Current Electric Price Per kWh $0.19 $

Step:12 Estimated Annual Cost Savings $305

Step:13 Existing Annual Usage (For O&M Savings) 3000 hrs
Proposed Annual Usage Post Retrofit (For O&M Savings) 3000 hrs

Estimated Annual O&M Savings $12 $$

Step:14 Total Estimated Annual Cost Savings  (Energy & O&M Savings) $317 $$

Step:15 Simple Pay back Period 4.69 Yrs

Type of Recommendation

Energy & Cost Saving Analysis

Capital Cost ECM Recommendation
NOTE: Induction Lamps contain 3 to 4 times the life of HID lamps where significant Operation and Maintanence Savings are attained through 
minimizing frequency of bulb and ballast replacements

Disclaimer: PREPARED BY EMG. JUNE 2010, INFORMATION CONTAINED IN THIS DOCUMENT IS PRIVILEGED AND CONFIDENTIAL “TRADE SECRET” AND 
IS THE SOLE PROPERTY OF EMG CORP. THIS MATERIAL MUST BE CONSIDERED PRIVELEDGED AND CONFIDENTIAL BY ALL PARTIES PRIVY.

UIC

EAL9

Subtotal Cost of 120 Watt Induction Retrofit

Subtotal Cost of 165 Watt Induction Retrofit

Subtotal Cost of 250 Watt Induction Retrofit

Subtotal Cost of 300 Watt Induction Retrofit

Subtotal Cost of 40 Watt Induction Self Ballast Retrofit

Subtotal Cost of 70 Watt Induction Retrofit

Subtotal Cost of 85 Watt Induction Retrofit

Replace High Intensity Discharge Lamp (HID) with Induction Lighting
Details:  Install Induction lighting for Parking and Exterior Building Lighting

Installation Cost Analysis



UIC

EAA2

Number of Freezers To Be Replaced 1
Qty

Details of Existing Freezers:

20 1995 519.00
CF YEAR Kwh/Year

Proposed New Freezers

20 Y 434.00
CF Energy Star Kwh/Year

(Y/N)
Annual Kwh Savings Per Unit (Kwh/year) 85 kWh

Total Annual Kwh Savings  (Kwh/year) 85 kWh

Current Electrical Tariff ($/Kwh) $0.19 $$

Annual Cost Savings From All Freezers ($$) $16.04 $$

Total Installation Cost Including, Eco Friendly Disposal Of Existing Freezers ($$)

1 $50.00 $510.00 $442.40 $$
No. of Units Disposal Tax Unit Cost Total Cost

Simple Return on Investment 27.58 Yrs
Note‐ Average Life of a Freezer is 15 Years

Type of Recommendation

Property of EMG Corp. All Rights Reserved

Disclaimer: PREPARED BY EMG. JUNE 2010, INFORMATION CONTAINED IN THIS DOCUMENT IS PRIVILEGED AND CONFIDENTIAL 
“TRADE SECRET” AND IS THE SOLE PROPERTY OF EMG CORP. THIS MATERIAL MUST BE CONSIDERED PRIVELEDGED AND 
CONFIDENTIAL BY ALL PARTIES PRIVY.

No/Low Cost ECM Recommendation

Replace Existing Freezers With High Efficiency Freezers
Details:  Replace Freezer in Kitchen with High Efficiency Freezer
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OMB No. 2060-0347

STATEMENT OF ENERGY PERFORMANCE
Needham: Hillside Elementary School

Building ID: 2857158 
For 12-month Period Ending: June 30, 20111

Date SEP becomes ineligible: N/A Date SEP Generated: October 10, 2011 

Facility
Needham: Hillside Elementary School
28 Glen Gary Road
Needham, MA 02492 

Facility Owner
N/A 

Primary Contact for this Facility
N/A 

Year Built: 1990
Gross Floor Area (ft2): 52,726

Energy Performance Rating2 (1-100) 52 

Site Energy Use Summary3

Electricity - Grid Purchase(kBtu) 1,258,728  
Fuel Oil (No. 2) (kBtu) 3,907,050  
Natural Gas - (kBtu)4 0  
Total Energy (kBtu) 5,165,778  

Energy Intensity5  
Site (kBtu/ft2/yr) 98  
Source (kBtu/ft2/yr) 155  
 
Emissions (based on site energy use)  
Greenhouse Gas Emissions (MtCO2e/year) 427  
 
Electric Distribution Utility  
NSTAR Electric Co  
 
National Average Comparison  
National Average Site EUI 100  
National Average Source EUI 158 
% Difference from National Average Source EUI -2%  
Building Type K-12

School  

 
 
 
 
 
 
 
 
 
 
 

Stamp of Certifying Professional

Based on the conditions observed at the
time of my visit to this building, I certify that

the information contained within this
statement is accurate.

 
 
Meets Industry Standards6 for Indoor Environmental
Conditions:
Ventilation for Acceptable Indoor Air Quality N/A 
Acceptable Thermal Environmental Conditions N/A 
Adequate Illumination N/A 

Certifying Professional
N/A 

Notes: 
1. Application for the ENERGY STAR must be submitted to EPA within 4 months of the Period Ending date. Award of the ENERGY STAR is not final until approval is received from EPA.
2. The EPA Energy Performance Rating is based on total source energy. A rating of 75 is the minimum to be eligible for the ENERGY STAR.
3. Values represent energy consumption, annualized to a 12-month period.
4. Values represent energy intensity, annualized to a 12-month period.
5. Based on Meeting ASHRAE Standard 62 for ventilation for acceptable indoor air quality, ASHRAE Standard 55 for thermal comfort, and IESNA Lighting Handbook for lighting quality.

The government estimates the average time needed to fill out this form is 6 hours (includes the time for entering energy data, Licensed Professional facility inspection, and notarizing the SEP) and
welcomes suggestions for reducing this level of effort. Send comments (referencing OMB control number) to the Director, Collection Strategies Division, U.S., EPA (2822T), 1200 Pennsylvania Ave.,
NW, Washington, D.C. 20460. 

EPA Form 5900-16



ENERGY STAR
®

 Data Checklist
for Commercial Buildings

In order for a building to qualify for the ENERGY STAR, a Professional Engineer (PE) or a Registered Architect (RA) must validate the accuracy of the data underlying
the building's energy performance rating. This checklist is designed to provide an at-a-glance summary of a property's physical and operating characteristics, as well as
its total energy consumption, to assist the PE or RA in double-checking the information that the building owner or operator has entered into Portfolio Manager.

Please complete and sign this checklist and include it with the stamped, signed Statement of Energy Performance.
NOTE: You must check each box to indicate that each value is correct, OR include a note. 

CRITERION VALUE AS ENTERED IN
PORTFOLIO MANAGER VERIFICATION QUESTIONS NOTES

Building Name 
Needham: Hillside
Elementary School 

Is this the official building name to be displayed in
the ENERGY STAR Registry of Labeled
Buildings? 

Type K-12 School Is this an accurate description of the space in
question? 

Location 
28 Glen Gary Road,
Needham, MA 02492 

Is this address accurate and complete? Correct
weather normalization requires an accurate zip
code. 

Single Structure Single Facility 

Does this SEP represent a single structure? SEPs
cannot be submitted for multiple-building
campuses (with the exception of acute care or
children's hospitals) nor can they be submitted as
representing only a portion of a building 

School (K-12 School)

CRITERION VALUE AS ENTERED IN
PORTFOLIO MANAGER VERIFICATION QUESTIONS NOTES

Gross Floor Area 52,726 Sq. Ft. 

Does this square footage include all supporting
functions such as kitchens and break rooms used
by staff, storage areas, administrative areas,
elevators, stairwells, atria, vent shafts, etc. Also
note that existing atriums should only include the
base floor area that it occupies. Interstitial
(plenum) space between floors should not be
included in the total. Finally gross floor area is not
the same as leasable space. Leasable space is a
subset of gross floor area. 

  

Open Weekends? No (Default) 

Is this building normally open at all on the
weekends? This includes activities beyond the
work conducted by maintenance, cleaning, and
security personnel. Weekend activity could include
any time when the space is used for classes,
performances or other school or community
activities. If the building is open on the weekend as
part of the standard schedule during one or more
seasons, the building should select ?yes? for open
weekends. The ?yes? response should apply
whether the building is open for one or both of the
weekend days. 

  

Number of PCs 92 (Default) Is this the number of personal computers in the
K12 School?   

Number of walk-in
refrigeration/freezer

units 
1 (Default) 

Is this the total number of commercial walk-in type
freezers and coolers? These units are typically
found in storage and receiving areas. 

  

Presence of
cooking facilities Yes (Default) 

Does this school have a dedicated space in which
food is prepared and served to students? If the
school has space in which food for students is only
kept warm and/or served to students, or has only a
galley that is used by teachers and staff then the
answer is "no". 

  

Percent Cooled 100 % (Default) 
Is this the percentage of the total floor space within
the facility that is served by mechanical cooling
equipment? 

  

Percent Heated 100 % (Default) 
Is this the percentage of the total floor space within
the facility that is served by mechanical heating
equipment? 

  

Months N/A(Optional) Is this school in operation for at least 8 months of
the year?   
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High School? No 

Is this building a high school (teaching grades 10,
11, and/or 12)? If the building teaches to high
school students at all, the user should check 'yes'
to 'high school'. For example, if the school teaches
to grades K-12 (elementary/middle and high
school), the user should check 'yes' to 'high
school'. 
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ENERGY STAR
®

 Data Checklist
for Commercial Buildings

Energy Consumption
Power Generation Plant or Distribution Utility:   NSTAR Electric Co 

  
Fuel Type: Electricity

Meter: 25921061005 (kWh (thousand Watt-hours))
Space(s):   Entire Facility

Generation Method: Grid Purchase 

Start Date End Date Energy Use (kWh (thousand Watt-hours))

06/01/2011 06/30/2011 24,880.00

05/01/2011 05/31/2011 29,520.00

04/01/2011 04/30/2011 31,280.00

03/01/2011 03/31/2011 36,920.00

02/01/2011 02/28/2011 42,320.00

01/01/2011 01/31/2011 40,480.00

12/01/2010 12/31/2010 37,520.00

11/01/2010 11/30/2010 29,000.00

10/01/2010 10/31/2010 26,720.00

09/01/2010 09/30/2010 24,960.00

08/01/2010 08/31/2010 16,840.00

07/01/2010 07/31/2010 20,600.00

25921061005 Consumption (kWh (thousand Watt-hours)) 361,040.00

25921061005 Consumption (kBtu (thousand Btu)) 1,231,868.48

Meter: 25921071004 (kWh (thousand Watt-hours))
Space(s):   Entire Facility

Generation Method: Grid Purchase 

Start Date End Date Energy Use (kWh (thousand Watt-hours))

06/01/2011 06/30/2011 656.00

05/01/2011 05/31/2011 656.00

04/01/2011 04/30/2011 656.00

03/01/2011 03/31/2011 656.00

02/01/2011 02/28/2011 656.00

01/01/2011 01/31/2011 656.00

12/01/2010 12/31/2010 656.00

11/01/2010 11/30/2010 656.00

10/01/2010 10/31/2010 656.00

09/01/2010 09/30/2010 656.00

08/01/2010 08/31/2010 656.00

07/01/2010 07/31/2010 656.00

25921071004 Consumption (kWh (thousand Watt-hours)) 7,872.00
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25921071004 Consumption (kBtu (thousand Btu)) 26,859.26

Total Electricity (Grid Purchase) Consumption (kBtu (thousand Btu)) 1,258,727.74

Is this the total Electricity (Grid Purchase) consumption at this building including all
Electricity meters? 

Fuel Type: Fuel Oil (No. 2)

Meter: Fuel Oil (Gallons)
Space(s):   Entire Facility

Start Date End Date Energy Use (Gallons)

06/01/2011 06/30/2011 1,500.00

05/01/2011 05/31/2011 3,000.00

04/01/2011 04/30/2011 2,024.00

03/01/2011 03/31/2011 2,000.00

02/01/2011 02/28/2011 4,217.00

01/01/2011 01/31/2011 5,000.00

12/01/2010 12/31/2010 3,470.00

11/01/2010 11/30/2010 6,960.00

10/01/2010 10/31/2010 0.00

09/01/2010 09/30/2010 0.00

08/01/2010 08/31/2010 0.00

07/01/2010 07/31/2010 0.00

Fuel Oil Consumption (Gallons) 28,171.00

Fuel Oil Consumption (kBtu (thousand Btu)) 3,907,050.08

Total Fuel Oil (No. 2) Consumption (kBtu (thousand Btu)) 3,907,050.08

Is this the total Fuel Oil (No. 2) consumption at this building including all Fuel Oil (No. 2)
meters? 

Additional Fuels
Do the fuel consumption totals shown above represent the total energy use of this building?
Please confirm there are no additional fuels (district energy, generator fuel oil) used in this facility.

On-Site Solar and Wind Energy
Do the fuel consumption totals shown above include all on-site solar and/or wind power located at
your facility? Please confirm that no on-site solar or wind installations have been omitted from this
list. All on-site systems must be reported.

Certifying Professional 
(When applying for the ENERGY STAR, the Certifying Professional must be the same PE or RA that signed and stamped the SEP.)

Name: _____________________________________________ Date: _____________ 

Signature: ______________________________________ 
Signature is required when applying for the ENERGY STAR.

Page 4 of 4



FOR YOUR RECORDS ONLY. DO NOT SUBMIT TO EPA. 

Please keep this Facility Summary for your own records; do not submit it to EPA. Only the Statement of Energy Performance
(SEP), Data Checklist and Letter of Agreement need to be submitted to EPA when applying for the ENERGY STAR.

Facility
Needham: Hillside Elementary School
28 Glen Gary Road
Needham, MA 02492 

Facility Owner
N/A 

Primary Contact for this Facility
N/A 

General Information
Needham: Hillside Elementary School

Gross Floor Area Excluding Parking: (ft2) 52,726 
Year Built 1990  
For 12-month Evaluation Period Ending Date: June 30, 2011

Facility Space Use Summary
School

Space Type K-12 School 

Gross Floor Area(ft2) 52,726 

Open Weekends?d No 

Number of PCsd 92 

Number of walk-in refrigeration/freezer
unitsd 1 

Presence of cooking facilitiesd Yes 

Percent Cooledd 100 

Percent Heatedd 100 

Monthso N/A 

High School? No 

School Districto N/A 

Energy Performance Comparison
Evaluation Periods Comparisons

Performance Metrics Current
(Ending Date 06/30/2011)

Baseline
(Ending Date 06/30/2011) Rating of 75 Target National Average

Energy Performance Rating 52 52 75 N/A 50 

Energy Intensity 

   Site (kBtu/ft2) 98 98 78 N/A 100 

   Source (kBtu/ft2) 155 155 123 N/A 158 

Energy Cost

   $/year $ 142,853.78 $ 142,853.78 $ 114,113.88 N/A $ 145,915.87 

   $/ft2/year $ 2.71 $ 2.71 $ 2.16 N/A $ 2.77 

Greenhouse Gas Emissions 

MtCO2e/year 427 427 341 N/A 436 

kgCO2e/ft2/year 8 8 6 N/A 8 

More than 50% of your building is defined as K-12 School. Please note that your rating accounts for all of the spaces listed. The National Average column presents
energy performance data your building would have if your building had an average rating of 50. 
Notes:
o - This attribute is optional.
d - A default value has been supplied by Portfolio Manager. 



 

2011
Needham: Hillside Elementary School
28 Glen Gary Road
Needham, MA 02492 

Portfolio Manager Building ID: 2857158

The energy use of this building has been measured and compared to other similar buildings using the
Environmental Protection Agency’s (EPA’s) Energy Performance Scale of 1–100, with 1 being the least energy
efficient and 100 the most energy efficient. For more information, visit energystar.gov/benchmark.

This building’s
score 

52

100

  Most Efficient

This building uses 155 kBtu per square foot per year.*

*Based on source energy intensity for the 12 month period ending June 2011 

Date of certification

Date Generated: 10/10/2011 

Statement of
Energy Performance

1

Least Efficient

50

Average

Buildings with a score of
75 or higher may qualify
for EPA’s ENERGY STAR.

I certify that the information contained within this statement is accurate and in accordance with U.S.
Environmental Protection Agency’s measurement standards, found at energystar.gov




